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Abstract: The photovoltaic (PV) panel’s output energy depends on many factors. As they are
becoming the leading alternative energy source, it is essential to get the best out of them. Although
the main factor for maximizing energy production is proportional to the amount of solar radiation
reaching the photovoltaic panel surface, other factors, such as temperature and shading, influence
them negatively. Moreover, being installed in a dynamic and frequently harsh environment causes
a set of reasons for faults, defects, and irregular operations. Any irregular operation should be
recognized and classified into faults that need attention and, therefore, maintenance or as being a
regular operation due to changes in some surrounding factors, such as temperature or solar radiation.
Besides, in case of faults, it would be helpful to identify the source and the cause of the problem.
Hence, this study presented a novel methodology that modeled a PV system in a tree-like hierarchy,
which allowed the use of a fuzzy nonlinear autoregressive network with exogenous inputs (NARX)
to detect and classify faults in a PV system with customizable granularity. Moreover, the used
methodology enabled the identification of the exact source of fault(s) in a fully automated way.
The study was done on a string of eight PV panels; however, the paper discussed using the algorithm
on a more extensive PV system. The used fuzzy NARX algorithm in this study was able to classify the
faults that appeared in up to five out of the eight PV panels and to identify the faulty PV panels with
high accuracy. The used hardware could be controlled and monitored through a Wi-Fi connection,
which added support for Internet of Things applications.

Keywords: renewable energy; modeling; photovoltaic system; fault detection; tree search; artificial
neural network; time series prediction; fuzzy logic systems; low-cost microcontroller

1. Introduction

Photovoltaic (PV) panels are nowadays commonly and widely used to generate clean energy.
Their main objective is to convert solar radiation emitted by the sun and received on the PV panel’s
surface into electricity. The amount of power generated by a PV panel is proportional to the total
amount of solar radiation received on the PV panel’s surface. This is typically denoted by the global
horizontal irradiance (GHI), which is the PV panel’s surface collective solar radiation directly obtained
from the sun or indirectly received through diffusion or reflection. So, any factor that causes to lower
the GHI will negatively affect the generation of energy from a PV panel [1]. Such factors include
year season, the density of air molecules, water vapor, clouds, dust, air pollution, raindrops, snow,
and shadow from near objects.

Internally, a PV panel consists of many smaller units called solar cells. Several solar cells are
connected in series to form a PV panel. These units are the primary converters of solar radiation
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into energy [2]. Although their production of power is proportional to the amount of total received
radiation, the increase in temperature reduces their performance [3]. On the other hand, because these
cells are connected in series, a shadow on one or more cells could result in making the cells under
shadow to act as current limiting cells driving in reverse bias. So, the cells under shadow would
dissipate power instead of producing it [4]. The dissipation of energy will make the temperature
of these cells rise to a level that may defect the cells and, in rare cases, causing a hazardous fire.
This phenomenon is called the hot spot effect [5] and can be minimized by the use of bypass diodes.
However, it is common and causes many problems, such as melting in solder wires, back panel burns,
and cracks in the PV panel surface.

Nevertheless, many different reasons may render a PV panel in operational or faulty when it
comes to a harsh environment. In any case, a defective PV panel will degrade the performance of
power production in a PV system that consists of many PV panels. Hence, timely identification of
faulty PV panels is essential for fast maintenance [6].

In general, faults or degradation in the PV panel’s performance can be due to cell cracks [7–9],
potentially induced degradation [10], corrosion failures [11], electrical or mechanical interconnection
failures [11], accumulation of dust or soiling [12,13], hot-spots [14,15], or partial shadows [16]. However,
the performance of a PV panel changes due to the variable surrounding environment, which makes it
vital to differentiate regular shifts in power production from abnormal change due to faults. Moreover,
it is imperative to identify the source and the cause of a failure in a PV system.

Hence, in recent years, different techniques have been reported regarding the classification and
diagnosis of PV string faults [17–22]. Among them, Silvestre et al. [23] proposed an algorithm for
fault detection in a grid-connected PV system based on the computational voltage and current values.
The authors in [24–26] presented fault detection techniques based on the comparison of measured and
simulated values produced by analyzing the losses of the direct current (DC) side of the grid-connected
PV system. Moreover, Chine et al. [27] presented a fault technique based on the ratio of the alternating
current (AC) and DC side of the PV string. The proposed method can detect faults, such as maximum
power point tracker, faulty DC/AC inverter, and defective panels in a PV string. Dhimish et al. [28]
proposed a mathematical analysis method for detecting damaged conditions in the DC/AC inverter
units. Kim et al. [29] developed a hot-spot detection method in a PV string using AC parameters
characterization. Cheng et al. [30] developed a PV fault detection algorithm based on analyzing the
functional relationship of the PV parameters according to data fusion. However, they focused only on
heat spot phenomena and ignored other relevant factors. Dhimish et al. [31] presented a statistical
analysis method for detecting cracks and their impact on the PV output power. However, all of the
earlier mentioned methods have used conventional approaches for the detection and diagnosis of fault
in the PV string.

Nevertheless, the usefulness of these techniques depends significantly on the accuracy of the
models, which can be difficult in volatile weather conditions. Moreover, some of these techniques
can be implemented on integrated circuits, and that requires complicated and costly hardware [32].
Adding to that, some of these techniques require the PV system to be turned off, and this will have a
decisive impact on the efficiency of the system.

Besides the conventional methods, intelligence-based algorithms have shown over the last decade
their usefulness to model, control, predict, and forecast many aspects related to the PV system [33–39].
Dhimish et al. [40] proposed a fuzzy logic fault technique that differentiates partial shading faults
in PV array from short-circuit faults. Chowdhury et al. [41] and Wang et al. [42] used a Fibonacci
search technique and swarmed intelligent algorithm for PV array fault diagnosis. Zhao et al. [43]
proposed a PV array fault diagnosis method based on fuzzy C-mean and fuzzy membership algorithm.
In refs. [44–46], the authors have used a Mamdani fuzzy logic classification to accurately detect several
faults in the PV system, such as short circuit and partial shading in PV string. Zhao et al. [47] presented
a decision tree algorithm for examining two different types of fault using an over-current protection
device. However, this method relies on the measured fault sample data to be completely practical.
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Gu et al. [48] presented a novel cloud-nonlinear autoregressive with exogenous input (NARX) model
to predict AE index one hour ahead. The cloud-NARX model provides AE index forecasting results,
with a correlation coefficient of 0.87 on the data of the whole year 2015. Ul-Haq et al. [49] presented an
extensive investigation for the classification of various types of PV faults, including module mismatch
fault, open circuit, short circuit, and multiple faults under partial shading using the scaled conjugate
gradient (SCG) algorithm. A technique based on artificial neural networks and an analog ensemble
is available from Cervone et al. [50], which is used to provide 72 h parametric and nonparametric
power predictions produced by PV plants using input from a numerical weather forecast model
and astronomical measurement variables. Chine et al. [51] proposed a multi-layer perceptron neural
network (MLPNN) that detected faults in the DC side of PV systems, which included faulty PV
panels and defective bypass diodes in a PV string. Gul et al. [52] used a probabilistic neural network
(PNN) to classify different PV faults with 85% precision. The authors in [40,53,54] used an MLPNN to
identify faults related to short circuits and partial shading in a PV array. However, the difficulty of this
technique is obtaining fault samples and training the fault model.

From the previous research, we could find that various studies have been conducted on PV
fault detection; however, most of the techniques cannot find the location of the faulty panels in the
string. Moreover, they lack flexibility and adequate methodology for expansion. Hence, the main
contribution of this paper was to present a novel technique that allowed the exact identification of
the faulty PV panel(s) in a PV system. This was done through a technique that modeled the PV
system in a hierarchical tree-like structure and employed a fuzzy NARX fault detection algorithm.
The used technique could be monitored and controlled over a Wi-Fi connection, which added support
for Internet of Things (IoT) applications. The introduced tree-like model was flexible and could be
customized to model large PV systems efficiently.

2. System Architecture

The methodology used in this work relayed on an algorithm implemented on an embedded
system. This embedded system was added to the PV system to enable fault detection and identification.
The embedded system consisted of the Internet of Things breaker connector (IoTBC) system and a fault
diagnosis system with sensors (FDSS). The availability of the IoTBC system enabled the PV system to
be logically represented as a tree. For instance, Figure 1 shows a PV system consisting of eight PV
panels that are connected in series as one string. The PV string was connected to the FDSS system
and also to an electrical load through a controller/inverter system. The IoTBC and the FDSS worked
in collaboration with each other over a Wi-Fi connection to carry out what we called a tree search
fuzzy NARX neural network fault detection technique. Both IoTBC and the FDSS systems supported
connecting to the internet through a Wi-Fi connection. The internet connection allowed the system to
support by being monitored and controlled by a remote device, such as a smart handheld device or a
computer, and hence, the support of the Internet of Things (IoT).

The used IoTBC, in this example, had a granularity level of one PV panel. It means that the IoTBC
could eliminate any number between 1 and 7 of PV panels using just one breaker unit. This enabled
the fault diagnosis algorithm to detect faults that might occur in any single PV panel in the system.
If IoTBC had a granularity of two PV panels, then IoTBC could only eliminate 2, 4, or 6 PV panels
using one breaker unit. Hence, the fault detection algorithm could only detect faults that might occur
in any group of two PV panels.

During the regular system operation, as seen in Figure 1, there was no active breaker unit. Figure 1
also shows, as an example, the difference between the U3 breaker unit being inactive and being active.
When the U3 was active, the leftmost five PV panels were eliminated from the system.
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Figure 1. Single string with eight photovoltaic (PV) panels, Internet of Things breaker connector
(IoTBC) with a granularity level of one PV panel, and fault diagnosis system with sensors (FDSS).

For each PV system, an additional two DC-DC solid-state relays (SSR) were needed, denoted by
SSR1 and SSR2 in Figure 1. These were very important to eliminate DC arcs phenomenon in breaker
units during the transition state of any breaker unit. The transition state of a breaker unit was the state
during which the unit was being inactive and becoming active or being active and becoming inactive.
Without these two SSR units, a breaker unit might be damaged due to the DC arcs phenomenon. It was
essential to switch off both SSR1 and SSR2 before any attempt to activate or deactivate any breaker
unit. After activating or deactivating a breaker unit, either SSR2 was switched on, or both SSR1 and
SSR2 were switched on, respectively.

For the PV string and the IoTBC system shown in Figure 1, the tree fault search representation
could be viewed, as shown in Figure 2.
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Figure 2. Tree search representation of the PV string in Figure 1.

The inner nodes of the tree represented the breaker units between PV panels, whereas tree leaves
represented PV panels.

When the root node or any one of the inner nodes was activated, only the right side (branch)
of that node was operational, and the left side (branch) of that node was temporarily eliminated or
disconnected. This could be compared to the searching process in tree-like data structures.

When in operational mode, all relays were in their normal close state, meaning the PV system was
operating as if there were no breaker units, and all PV panels were contributing to the process of power
generation. In the meantime, the fault diagnosis system with sensors (FDSS) was concurrently working
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and analyzing any possible change in the PV system energy production. The FDSS was working in
real-time and with full awareness of any change in the PV system and its surrounding environment.
Using the current sensor (Isens) and a voltage sensor (Vsens), the FDSS could read information about
the PV system energy production. Using a pyranometer and temperature sensor, the FDSS could get
information about the PV system’s related properties of the surrounding environment. Figure 3 shows
an illustration of the FDSS.
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The FDSS consisted of some sensors, such as the pyranometer sensor for the solar irradiation
measurement, the temperature sensor, the voltage sensors, and the current sensor from each PV string.
The core of the FDSS system was an embedded system with a fuzzy NARX fault detection algorithm.
This embedded system was equipped with the ATmega2560 low-cost microcontroller and the ESP8266
Wi-Fi IC. The ESP8266 Wi-Fi IC enabled the embedded system to support IoT applications and to
control more than one IoTBC through Wi-Fi connection or over the internet.

The IoTBC was designed, taking into consideration the cost, the power consumption, and the
expandability of the system.

The ESP-01 module was used to allow connecting to the internet using Wi-Fi. The ESP-01 had
many preferable features, such as its low power consumption, its ability to enter power saving mode
without its integrated antenna, its Wi-Fi range, its physical area small size, and its support for the
different Wi-Fi versions.

The limitation for the ESP-01 was that it had only four general input/output interface pins to
control external peripherals. This, however, was not a problem for expandability since these four pins
were more than enough to control as many breaker units as needed. This could be done with the help
of shift registers. Figure 4 shows the circuit diagram, which allows one ESP-01 to control as many
breaker units as required by the ability to introduce more and more shift registers. For the PV system
in Figure 1, we only needed to connect seven breaker units (relays) and two SSR units. This is shown
in the circuit diagram in Figure 4 by the top shift register.
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The FDSS controlled the IoTBC. When the FDSS detected a fault, it issued a series of commands to
identify the faulty PV panel. The algorithm of fault detection and the communication between FDSS
and IoTBC has been discussed in the methodology section.

It is worth mentioning that the granularity level of the IoTBC system could be adjusted as a
trade-off between cost and the precision of fault location detection. It indicated that the fault location
was to be found on a single PV panel or on a group of PV panels. For instance, Figure 5 shows an
example where the granularity level was set to a group of two PV panels. Here, the breaker units were
chosen to be between two PV panels. In this scenario, the fault could be identified and classified to the
level of one group. However, the FDSS system would not tell in which PV panel inside the group was
the fault. In other words, the larger the granularity level of the IoT system, the fewer the number of
breakers needed in the system, hence, the less the cost of the fault detection system.

In case the IoTBC system was connected to more than one string, corresponding breaker units in
the different PV strings must operate together. For example, in Figure 5, if unit U3 was to be activated,
U4 must also be activated at the same time as U3. U2 and U5 must be activated or deactivated with
each other. Besides, U1 and U6 must be activated or deactivated together.



Electronics 2020, 9, 1087 7 of 26

Electronics 2020, 9, x FOR PEER REVIEW 6 of 26 

 

 
Figure 4. IoTBC circuit diagram. The circuit shows how IoTBC utilized the ESP-01 module and how 
it could be connected to control as many breaker units (relays) as required. 

 
Figure 5. Two strings of eight PV panels each and an IoTBC system with a granularity level of two 
PV panels. 
Figure 5. Two strings of eight PV panels each and an IoTBC system with a granularity level of two
PV panels.

3. Methodology

The PV system tree search fuzzy NARX fault detection algorithm could be logically divided into
three separate operations. The first operation was to diagnose the PV system for a possible fault.
The second operation was to classify the fault type in case there was one. The last operation, in case
there was a fault, was to identify the source of the fault. The flow chart in Figure 6 shows an overview
of the system’s three operations in general.

The FDSS system did the first operation. It continuously reads current from each string current
sensors (denoted by Isens in Figure 3). The FDSS also collected the PV system voltage and the ambient
area temperature and solar radiation. With these reading and the help of the fuzzy NARX neural
network, the FDSS system could determine if any of the PV strings had a faulty status. The fuzzy
NARX neural network, discussed in the subsequent section, could predict the correct operation of a PV
string under a set of surrounding conditions. Then, by classifying the difference between the expected
process and the actual outcome of a PV string, the fuzzy NARX could identify if there was a fault in the
PV string. In case there was a fault, the fuzzy NARX could determine if this fault was critical or not.
A critical fault is a fault that hinders the operation of the PV system to a large extent. The definition of
a critical fault varies depending on the PV system under consideration. For instance, in a single string
PV system, like the one shown in Figure 1, an open circuit fault in any PV panel was considered critical
as this would render the whole PV system inoperational. In case the fault was critical, the FDSS sent a
notification to the system administrator, and the process of identifying the source of fault commenced.
If the fault was not critical, the identification process could be scheduled for later, for example, in the
early morning. The flow chart shown in Figure 6 was implemented using an embedded system, which
was added to the PV panels, as described in Section 2. In general, any embedded system would have
a specific sequence of operations that would be performed over and over as long as the system is
operational. In our case study, the diagnosis process could be scheduled to run regularly, and the
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duration between each run could be customized. The fault source identification process is discussed in
the next section.
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3.1. The Fuzzy NARX Fault Detection

The developed fault classification algorithm (FCA) is presented in Figure 7. As shown, the FCA
went through three stages. In the first stage, the FCA tried to classify if there was a fault in the string or
not, by measuring the value of the PR (power ratio) using the NARX network. In the second stage,
the FCA would classify the type of fault and whether it was minor, moderate, or significant faults by
using the Sugeno fuzzy logic. Furthermore, in the final stage, the FCA would work in parallel with the
tree fault search to allocate the faulty panels. We have discussed in more detail throughout this section
how to calculate (PR) and specify its regions.
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In this work, as illustrated in Figure 7, the NARX network model was used to estimate the values
of the optimum operating current (Ip) and voltage (Vp). NARX and NARMAX models [55–57] could
be considered a neural network with recurrent dynamic behavior that had been effectively used for
time series problem estimation. The main difference between multi-layer perceptrons and NARX was
that NARX allowed a weighted feedback connection between layers of neurons. This feedback allowed
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the NARX models to consider lagged (past period) values of variables, which made them suitable for
time series analysis.

The NARX network behavior, in compliance with the time series forecast, could be mathematically
modeled by the following equation:

y(t) = f
(
y(t− 1), y(t− 2), . . . , y

(
t− ny

)
, x(t− 1), x(t− 2), . . . , x(t− nx)

)
(1)

where f(.) is the mapping function of the network, y(t) is the output of the NARX at time t, (y(t−1),
y(t−2), ..., y(t−ny)) are the NARX past output values, (x(t−1), x(t−2), ..., x(t−nx)) are the NARX exterior
data, ny is the number of output delay, and nx is the number of input delays. Figure 8 shows the
detailed structure of the proposed NARX network.
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Figure 8. The developed NARX network. (a) The architecture network topology and (b) mathematical
model. G is solar radiation; Tc is panel temperature; SCC is short circuit current; OCV is open-circuit
voltage; bH is the bias for hidden layer; bO is the bias for output layer; x(t−1) is NARX exterior data at
time t−1; y(t−1) is NARX past output values.

As shown in Figure 8, in the input layer, the network model used two-time series inputs that
represented its previous outputs at the time (t−1). In addition, it used four inputs with exterior data
at a time (t−1). These were the solar radiation, panel temperature, the short circuit current (SCC),
and the open-circuit voltage (OCV). In the hidden layer, it had five nodes with a hyperbolic tangent
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sigmoid transfer activation function [58], while in the output layer, it had two nodes with a linear
activation function.

Only one lagging value, (t−1), was considered as an input to the neural network. The decision of
not taking other lagging values, such as (t−2) and (t−3), was because they were not with significant
added value for the system under study, with all concerns considered. This decision was reached
after several trials were performed to determine the neural network configuration, as discussed in
our previous work [36]. There were two essential concerns that affected this decision—simplicity and
accuracy. The simpler the structure of the neural network, the more feasible to be implemented on an
embedded system. Hence, the decision was made to considering only one lagging value, which gave a
relatively simple neural network structure with excellent accuracy.

After implementing the network model, a training set of 5880 cases was obtained from three
different PV panels before conducting network training using the Levenberg Marquardt algorithm [59],
namely: Sharp’s-NUS0E3E, Astronergy-CHSM6610P, and Lorentz mono-crystalline. This dataset
covered the various temperatures and solar radiation conditions that would typically take place.
The panel’s electrical characteristics are shown in Table 1. The OCV and SCC parameters were used as
a reference parameter to select between the three PV panels. More detail regarding the NARX network
validation could be found in the author’s previous work [36].

Table 1. The manufacturer specifications of the photovoltaic (PV) panels.

Astronergy-
CHSM6610P

Lorentz
Mono-crystalline

Sharp’s-
NUS0E3E

Maximum power (Pm) 225 W 95 W 180 W
Voltage at Pm (Vamp) 29.76 V 17.2 V 23.7 V
Current at Pm (Iamp) 7.55 A 5.5 A 7.6 A

Open circuit voltage (Voc) 36.88 V 20.6 V 30 V
Short circuit current (Isc) 8.27 A 6.2 A 8.37 A

Once the NARX model was implemented and trained, it was used then to measure the voltage
(VR) and power ratio (PR), which would be used later as input linguistic variables for the fuzzy
rule-based classification system. The VR and PR were given as in Equations (2) and (3):

VR =
Vp

Vs
(2)

PR =
Pp

Ps
(3)

where Vp and Pp are the maximum theoretical (predicated) output voltage and power, the PV system
should have produced, respectively. Vs and Ps are the measured output voltage and power from the
PV system, respectively.

The maximum power point tracking (MPPT) conversion error rate used in this paper was 98.2%,
which had been validated in the author’s previous work [36,46]. Therefore, the power ratios were
calculated at about ±2% error tolerance of the theoretical power, which presented the maximum error
condition for the examined PV system. Hence, the minimum and maximum voltage and power ratios
were expressed by the following formulas:

VRMIN =
Vp

Vr
(4)

VRMAX =
Vp

Vr ×MPPT conversion error rate
(5)

PRMIN =
Pp

Pr
(6)
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PRMAX =
Pp

Pr × MPPT conversion error rate
(7)

where Vr and Pr are the measured output voltage and power from the PV panels. Hence, in the normal
operation mode region of the examined PV system (8 “Astronergy-CHSM6610P” PV panels; for more
information see Section 4.3) at standard test condition (STC), the values of the PR could be calculated
using Equations (8) and (9):

PRMIN =
Pp

Pr
=

1800
1800

= 1 (8)

PRMAX =
Pp

Pr ×MPPT conversion error rate
=

1800
1800 × 0.982

≈ 1.02 (9)

The STC for these solar panels was solar irradiance = 1000 W/m2, and panel temperature = 25 ◦C.
In this work, as shown in Table 2, twenty-three different PV faults were investigated and

categorized into three Sugeno fuzzy models (minor, moderate, and major).

Table 2. PV string fault classification.

Fault # Symbol Mode Fault Scenario

1 FL1 Minor One faulty panel
2 FL2 Minor Two faulty panels
3 FL3 Minor Three faulty panels
4 FL4 Minor Four faulty panels
5 FL5 Minor Five faulty panels
6 FL6 Minor Low shading
7 FM1 Moderate Medium shading
8 FH1 Major High shading
9 FL7 Minor One faulty panel + low shading

10 FL8 Minor Two faulty panels + low shading
11 FL9 Minor Three faulty panels + low shading
12 FM2 Moderate Four faulty panels + low shading
13 FM3 Moderate Five faulty panels + low shading
14 FM4 Moderate One faulty panel + med shading
15 FM5 Moderate Two faulty panels + med shading
16 FM6 Moderate Three faulty panels + med shading
17 FM7 Moderate Four faulty panels + med shading
18 FM8 Moderate Five faulty panels + med shading
19 FH2 Major One faulty panel + high shading
20 FH3 Major Two faulty panels + high shading
21 FH4 Major Three faulty panels + high shading
22 FH5 Major Four faulty panels + high shading
23 FH6 Major Five faulty panels + high shading

FL is Fault low, FM is Fault moderate; FH is Fault high.

In the case of faulty shaded panels, the user must remove the shading first before the tree search
algorithm, and the FCA would be able to allocate faulty panels in the string if faulty shading panels
had been classified in the string (e.g., FL7, FL8... etc.). Moreover, in the partial shading condition, the
radiation level was assumed to affect all PV panels belonging to the string equally.

The minimum and maximum voltage and power ratios for each fuzzy classification regions are
shown in Table 3, which were calculated using Equations (4)–(7).
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Table 3. Fuzzy logic input regions.

Symbol Fuzzy Classification
Region

Partial
Shading % Min VR (V) Max VR (V) Min PR (W) Max PR (W)

FL1 1

-

1.1444 1.1429 1.14 1.1638
FL2 2 1.3351 1.3596 1.3334 1.3578
FL3 3 1.6021 1.6315 1.6000 1.6294
FL4 4 2.0027 2.0394 2.0000 2.0367
FL5 5 2.6702 2.7192 2.6667 2.7156

FL6 6

Low

0.9987 1.0149 1.1121 1.7257
FL7 9 1.1414 1.1598 1.2710 1.9722
FL8 10 1.3316 1.4829 1.3531 2.3010
FL9 11 1.5980 1.7794 1.6238 2.7611

FM1 7

Medium

0.9904 1.0967 1.7201 3.1203
FM2 12 1.9903 2.0585 2.276 3.4603
FM3 13 2.6493 2.7514 2.9531 4.6142
FM4 14 1.1802 1.3507 1.9507 3.5663

FM5 15 Low 1.3211 1.3899 2.2874 4.1601

FM6 16 Medium 1.5704 1.7109 2.7453 5.1124

FM7 17 Low 1.9554 2.1101 3.4 6.343

FM8 18 Medium 2.6213 2.9656 4.5509 8.567

FH1 8

High

1.0012 1.2056 3.0124 50.425
FH2 19 1.1902 1.4045 3.6076 58.0092
FH3 20 1.3904 1.6091 4.2012 67.2024
FH4 21 1.5901 2.4902 5.0551 81.0214
FH5 22 2.5065 3.3023 6.3074 101.085
FH6 23 3.2905 5.5011 8.4091 135.056

As shown in Table 3, three partial shading levels had been studied in this work, which were low
(10–40%), medium (41–65%), and high (66–95%).

After identifying the input variables VR and PR regions, the fuzzy sets and the membership
functions for the three Sugeno fuzzy models are shown in Figures 9–11.
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After selecting the linguistic variable and identifying the region of the fuzzy set, the fuzzy rules
were required to be set. The initial rule sets for the three fuzzy models are illustrated in Table 4.
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The presented Sugeno fuzzy models were utilizing the product as an intersection method and the
weighted average as a defuzzification method. Moreover, as shown in Table 4, the rules had been
weighted during the tuning process, in order to select a single winner rule in the classification phase.

Table 4. Fuzzy logic rules.

Mode # Rules

Minor

1 If PR is 1 and VR is 2, then the fault is 1 (1)
2 If PR is 2 and VR is 3, then the fault is 2 (0.01)
3 If PR is 2 and VR is 4, then the fault is 3 (0.01)
4 If PR is 4 and VR is 5, then the fault is 4 (1)
5 If PR is 5 and VR is 6, then the fault is 5 (1)
6 If PR is 2 and VR is 1, then the fault is 6 (1)
7 If PR is 3 and VR is 2, then the fault is 9 (1)
8 If PR is 4 and VR is 3, then the fault is 10 (1)
9 If PR is 5 and VR is 4, then the fault is 11 (1)

Moderate

1 If PR is 1 and VR is 1, then the fault is 7 (1)
2 If PR is 1 and VR is 5, then the fault is 12 (1)
3 If PR is 2 and VR is 6, then the fault is 13 (1)
4 If PR is 1 and VR is 2, then the fault is 14 (1)
5 If PR is 2 and VR is 3, then the fault is 15 (1)
6 If PR is 3 and VR is 4, then the fault is 16 (1)
7 If PR is 4 and VR is 5, then the fault is 17 (0.01)
8 If PR is 5 and VR is 6, then the fault is 18 (1)

Major

1 If PR is 1 and VR is 1, then the fault is 8 (1)
2 If PR is 2 and VR is 2, then the fault is 19 (1)
3 If PR is 3 and VR is 3, then the fault is 20 (1)
4 If PR is 4 and VR is 4, then the fault is 21 (1)
5 If PR is 5 and VR is 5, then the fault is 22 (1)
6 If PR is 6 and VR is 6, then the fault is 23 (1)

Using the Matlab Fuzzy Logic Toolbox, a satisfactory level of performance was reached. The tuning
process started from a faulty PV panel only and progressively modifying the fuzzy system to detect all
possible faults that might occur in the PV according to the fault types listed in Table 2. The tuning
process involved:

� Review the fuzzy sets
� Revise shapes of the fuzzy sets
� Review the existing rules
� Adjust the rule execution weights

3.2. The Fault Source Identification Process

The search for the PV panel or panels causing the fault was based on a tree search algorithm.
Once the FDSS system realized that a fault existed, it could identify the source of the fault with the
help of the IoTBC system.

The algorithm used to identify the source of the fault is shown in Algorithm 1.



Electronics 2020, 9, 1087 16 of 26

Algorithm 1: The PV tree fault search (PTFS) algorithm.
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During regular operation, all breaker units (U1–U7) are inactive. Assume, for some reason, P2 is
now faulty. The FDSS detects a fault in the PV string and classifies the fault as discussed in the fuzzy
NARX fault detection section. Now, let us assume that FDSS is required to identify the source of the
fault. The FDSS system runs a procedure, as illustrated in Algorithm 1. First, there is only one string,
and it is known to be faulty. The PTFS now executes at line 2-a, as shown in Algorithm 1. The PTFS
sends a command to the IoTBC to eliminate half of the PV panels. In our case, PTFS commands the
IoTBC to activate the U4 breaker, as shown in Figure 12. This activation removes the PV panels P1
to P4, and now the system operates using the remaining panels shown on the Circle C1 in Figure 12.
It should be noted that the elimination process is only done temporarily for a short amount of time to
find the faulty PV panel and is done using the IoTBC system, as discussed in Section 2.

The FDSS tests the system again for possible fault, line 2-b in Algorithm 1. According to our initial
assumption, the system will not be faulty.

However, if, P7 is also faulty, the PTFS will command the IoTBC to activate U2 in order to eliminate
half of the remaining PV panels. In our case, the remaining would be indicated by circle C2 in Figure 12.

The elimination process will continue until we reach a subset of PV panels with no-fault, or there
is no further elimination that could be performed.

In case no further elimination is possible, and the system status is faulty, the PTFS returns the PV
panel as faulty PV panel, line 2-c-i in Algorithm 1.

On the other hand, if the algorithm reaches a subset of PV panels that has no faults, then the fault
is in the eliminated PV panels.

To find that faulty PV panel, the PTFS repeatedly issues the proper commands to add a single leaf
to the non-faulty subset of PV panels from the eliminated PV panels, line 3-a in Algorithm 1.

In our example, this process is indicated by circles C3, C4, and C5 in Figure 12. Each time a new
leaf is added to the non-faulty subset, the PTFS calls the FDSS system to test for a possible fault, line
3-b in Algorithm 1. If a fault exists, then the PTFS has found the faulty leaf, and that would be the last
added one.

Following these steps, the PTFS can identify the faulty PV panel in log(n) steps, where n is the
number of leaves in a single string.

4. Results

This section presents the results of the developed fault detection algorithm. Real-time measure
parameters had been used as input for the developed system. Furthermore, this section investigates
the developed algorithm using its actual implementation on a low-cost microcontroller.

4.1. Meteorological Data

Real-time data consisting of solar radiation and panel temperature were gathered during the
period from Feb 2018 to Dec 2019. The equipment used to collect the dataset consisted of a WE300 solar
radiation sensor (±1% precision) and a WE710 temperature sensor (±0.25 ◦C precision) to measure
the PV panel body temperature. Although the sensors used were accurate, the captured data were
occasionally unreliable or noisy. This was primarily due to the sensor fault or noise ratio in connections.
Consequently, to overcome the noise in the data obtained, a moving average filter [36,60] was used, see
Figure 13.
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Figure 13. Average hourly solar radiation and temperature distributions throughout March 2019 with
moving average filter.

As illustrated in Figure 13, the meteorological data were collected on an hourly based manner.
The abnormality in data due to an unfunctional or broken device/sensor was ignored. This dataset
had been used to train and test the proposed NARX network. As shown in Figure 8, the network
had four exterior data input, among them solar radiation and panel temperature, while the other two
inputs were used to select between the PV panels. This dataset had been collected for three different
PV panels, see Table 1.

Moreover, the targeted output voltage (Vp) and current (Ip) were collected by running a Matlab
code that analyzed the validated Simulink PV model output characteristics. More detail regarding the
proposed PV model and its validation could be seen in our previous work [3,61,62].

4.2. Implementing the Algorithm on a Low-Cost Microcontroller

The algorithm, shown in Algorithm 1, was implemented on the ATmega2560 microcontroller
running at a frequency of 16 MHz. This was low-cost with an 8-bit AVR architecture microcontroller.
The Fuzzy NARX algorithm was implemented with the parameters obtained from the Matlab training
and simulation. Table 5 shows some experimental test cases for fuzzy classification along with the
microcontroller running time required to get such classifications. In Table 5, PR and VR are the
calculated power ratio and voltage ratio, respectively. Both VR and PR were calculated using the
measured PV system voltage and current values using Equations (2) and (3), respectively. The hardware
implementation was able to classify each of the shown scenarios into the correct mode and region,
shown in Table 5, in running time given by the diagnosis time column.
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Table 5. Fuzzy classification test cases from the hardware implementation.

# PR VR Fault Mode Fuzzy Classification Region Diagnosis Time in ms

1 1.8 2.0 Minor 4 4.02
2 1.4 1.1 Minor 9 4.03
3 5.3 2.7 Moderate 18 1.93
4 2.4 1.0 Moderate 7 3.04
5 116 4.5 Major 23 1.82
6 80.63.0 Major 22 2.01

After the fuzzy classifications, the NARX was used to help to identify the source of fault(s),
see Figure 8. Table 6 shows some test cases for running the NARX implementation on the used
microcontroller. Each row in the table was a test scenario. The first four columns represented the
inputs to the NARX, which were the measured solar radiation, the measured temperature, the PV panel
open-circuit voltage, and the PV panel short-circuit current. The other columns showed a comparison
between the Matlab simulation and the hardware implementation of the NARX prediction of each PV
panel current and voltage for each scenario. The tracking time column presented the running time
required by the microcontroller to calculate the PV current and voltage for each scenario.

Table 6. Execution time and accuracy results from NARX network hardware implementation.

Input Simulation Hardware
Implementation

#
Solar

Radiation
(W/m2)

Temperature
(◦C)

Open-
Circuit
Voltage

(V)

Short-
Circuit
Current

(A)

I V I V
Tracking

Time
(ms)

1 200 10 36.88 8.27 1.35 31.26 1.36 31.28 7.85
2 500 20 36.88 8.27 3.67 30.40 3.68 30.41 7.74
3 350 15 36.88 8.27 2.53 30.94 2.54 30.95 7.86
4 600 25 30 8.37 4.49 23.63 4.49 23.64 7.89
5 400 20 30 8.37 2.85 24.11 2.85 24.11 7.58
6 800 30 30 8.37 6.23 22.69 6.23 22.69 8.02

I is current; V is Voltage.

4.3. Evaluation of the Proposed Fault Detection Algorithm

The proposed fault detection algorithm performance was tested by conducting several experiments.
Table 7 shows eight hours of experimental scenarios applied to the PV string shown in Figure 14.
Each scenario lasted for 20 min and contained different conditions. Readings were taken 5 min
after installation.

Faulty sample measurements were collected at a rate of 1 Hz over a 1 min period. As shown in
Table 7, the power ratio during the normal operational mode was between (1–1.02); hence, as shown
in Figure 7, it was not involved in the assessment process of the fuzzy logic. Figure 15 shows the
faulty samples versus the output membership function for each fuzzy logic type (minor, moderate,
and major). For instance, in cases (1–3), the fuzzy logic system identified that there were no faulty
panels, only partial shading. Hence, after removing the shading, the PV system returned to its normal
operating condition.
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Table 7. Experimental fault test cases.

Test
Case

Start
Time

End
Time

Solar
Radiation Temp Faulty

Panel #
Partial

Shading PR VR

1 8:00 8:19 180 12 - 25% 1.48 1.02
2 8:20 8:39 190 12 - 50% 2.61 1.08
3 8:40 8:59 230 12 - 75% 7.62 1.17

4 9:00 9:19 270 13 Normal Mode 1.01 1.01

5 9:20 9:39 220 13 2 - 1.16 1.16
6 9:40 9:59 220 13 2,4 - 1.30 1.30
7 10:00 10:19 230 14 1,3,5 - 1.60 1.60
8 10:20 10:39 240 14 1,2,3,5 - 2.03 2.03
9 10:40 10:59 290 14 1,3,4,6,8 - 2.71 2.71

10 11:00 11:19 310 15 Normal Mode 1.01 1.01

11 11:20 11:39 400 15 3 25% 1.61 1.17
12 11:40 11:59 480 15 1,3 25% 1.86 1.37
13 12:00 12:19 530 16 1,2,3 38% 2.76 1.65
14 12:20 12:39 560 16 1,2,3,4 38% 3.44 2.04
15 12:40 12:59 620 16 1,2,3,4,5 38% 4.55 2.74
16 13:00 13:19 680 16 2 50% 2.47 1.17
17 13:20 13:39 630 16 2,5 50% 2.90 1.37
18 13:40 13:59 590 16 1,3,5 63% 5.01 1.69
19 14:00 14:19 580 16 1,5,7,8 63% 6.26 2.10
20 14:20 14:39 590 16 1,3,5,6,8 63% 8.36 2.82

21 14:40 14:59 530 16 Normal Mode 1.01 1.01

22 15:00 15:19 500 16 1 75% 6.13 1.25
23 15:20 15:39 470 16 1,3 75% 7.25 1.46
24 15:40 15:59 400 16 1,5,6 88% 33.28 2.42
25 16:00 16:19 320 17 2,3,5,6 88% 49.01 3.26
26 16:20 16:39 290 17 1,3,5,7,8 88% 72.20 5.38
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On the other hand, in cases (5–9), the fuzzy logic system illustrated that there were only faulty
panels. For example, the case (7) showed that there were three faulty panels (1,3,5). Faulty panels
were identified using the tree search algorithm discussed in Algorithm 1. The algorithm used the
IoTBC to disconnect and test PV panels in groups to identify the faulty PV panels. Although the
faulty PV panel(s) identification process could be faster, the fact that the sensed measured values
need to be averaged made this process take about three to four minutes for the used case. However,
the identification process was better and faster than the manual fault search. Once faulty PV panels
were identified, and the maintenance was carried out, the PV system returned to its reasonable
operating condition.

Moreover, in other test cases, the fuzzy logic system showed that there were both faulty panels
and partial shading faults. Hence, to solve that, we removed the shading first, and then the search tree
algorithm correctly identified the locations of the faulty panels. In conclusion, as shown in Figure 15,
all examined faulty conditions were accurately detected.

5. Conclusions

This paper proposed a novel and small implementable fault diagnosis method, which allowed the
exact identification of the faulty PV panel(s) in a PV string. This was done through a technique that
modeled the PV string in a hierarchical tree-like structure and employed a fuzzy NARX fault detection
algorithm. The NARX neural network predicted the maximum output power of a PV string under a
set of real-time sensed surrounding conditions with an accuracy of 98.2%. The predicted power was
used then by the fuzzy diagnosis algorithm to identify the type of fault in a PV string. The proposed
technique was monitored and controlled over a Wi-Fi connection, which added support for Internet of
Things applications.

Moreover, the proposed algorithm was implemented on a low-cost embedded system.
The algorithm was able to categorize faults into minor, moderate, and major faults. Besides, the
algorithm could identify 23 different PV string faults, with an average time of about 10 ms for each
identification case. Three partial shading levels had been taken into consideration, by designing the
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model, which were low (10–40%), medium (41–65%), and high (66–95%). The presented fault diagnosis
algorithm was flexible and could be customized to model large PV systems efficiently.
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Abbreviations

The following abbreviations are used in this manuscript

AC Alternating current
AVR Alf and Vegard’s RISC
DC Direct current
FCA Fault classification algorithm
FDSS Fault diagnosis system with sensors
FH Fault high
FL Fault low
FM Fault moderate
GHI Global horizontal irradiance
I Current
IoT Internet of Things
IoTBC Internet of Things breaker connector
Isens Current sensors
MLPNN Multi-layer perceptron neural network
MPPT Maximum power point tracking
NARX network Nonlinear autoregressive network with exogenous inputs
OCV Open-circuit voltage
PNN Probabilistic neural network
PTFS PV tree fault search
PV Photovoltaic
SCC Short circuit current
SCG Scaled conjugate gradient
STC Standard test condition
V Voltage
Vsens Voltage sensors
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